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Additional Outputing Configuration
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TR09_Trip 10kV CB Branch C
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TR11_Initiate Breaker Failure Generator CB
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TR02_Shut-down
TR03_Trip Generator CB
TR04_De-excitation
TR05_Initiate Breaker Failure 500kV CB1&2
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TR08_Trip 10kV CB Branch B
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